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SEE LIGHTING PLAN FOR QUANTITY OF
SENSORS IN EACH CONTROL ZONE.
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DETAIL IS SCHEMATIC AND INTENDED TO ILLUSTRATE
SWITCHING INTENT. VERIFY ACTUAL INSTALLATION WITH
MANUFACTURER'S REQUIREMENTS.
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DEJAIL IS SCHEMATIC AND INTENDED TO ILLUSIRATE
SWITCHING INTENT. VERIFY ACTUAL INSTALLATION WITH

MANUFACTURER'S REQUIREMENTS.
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NOT ALL DEVICES WILL BE PRESENT AT EACH ROOM ENTRY. THE INTENT OF THIS

ELEVATION TO TO EMPHASIZE THAT A VERTICAL ALIGNMENT OF DEVICES IS REQUIRED.
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