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1" = 20'
STREET REMOVALS AND REPLACEMENTS1

Dial or (800) 242-8511
www.DiggersHotline.com

R

GENERAL NOTES:

1. THE CONTRACTOR SHALL REPLACE ALL CURB & GUTTER AND SIDEWALK THAT IS DAMAGED OR DETERMINED TO BE IN UNSATISFACTORY CONDITION, REGARDLESS OF
WHETHER THE DAMAGE EXISTED PRIOR TO CONSTRUCTION.

2. PAVEMENT SAWCUTS AND FINAL PAVEMENT PATCHING LIMITS SHALL BE AS DIRECTED BY THE CITY CONSTRUCTION ENGINEER. SAWCUTS AND LIMITS SHOWN ON THE
PLAN ARE BASED ON ANTICIPATED DISTURBANCE AND THE PATCHING CRITERIA BUT SHALL BE CONSIDERED APPROXIMATE. ALL PAVEMENT PATCHING SHALL BE PER
THE CITY'S PATCHING CRITERIA.

3. ANY INFORMATION SHOWN ON THIS PLAN, WHICH IS NOT PART OF THIS RIGHT-OF-WAY PROJECT, IS PRELIMINARY AND NOT FOR CONSTRUCTION.

4. OBTAIN A PRINT OUT OF THE ALIGNMENT FROM THE CITY ENGINEER PRIOR TO STAKING THIS PROJECT.

5. ALL PRIVATE UTILITIES (GAS, ELECTRIC, AND TELECOMMUNICATIONS) SERVING EXISTING BUILDINGS SCHEDULED FOR DEMOLITION TO BE ABANDONED OR REMOVED
BY CORRESPONDING UTILITY COMPANY.

6. IT IS THE CONTRACTOR'S RESPONSIBILITY TO VERIFY THE LOCATION OF UNDERGROUND UTILITIES. UTILITIES WERE LOCATED BY OBSERVED EVIDENCE, MARKINGS
PROVIDED BY DIGGER'S HOTLINE, AND RECORD DRAWINGS FROM THE CITY OF MADISON.

7. CONTRACTOR SHALL VERIFY THE SIZE, TYPE, SLOPE, AND INVERTS OF ALL EXISTING STORM AND SANITARY LATERALS CALLED OUT TO BE CONNECTED TO.
CONTRACTOR SHALL SUBMIT THE INFORMATION ON THE PIPES TO THE CITY INSPECTOR AND PROJECT CIVIL ENGINEER.

8. ANY SIDEWALK, CURB, OR OTHER PUBLIC PROPERTY DAMAGED AS PART OF THE CONSTRUCTION OF THE UTILITIES AND BUILDING SHALL BE REPLACED IN-KIND PER
THE CITY OF MADISON STANDARD SPECIFICATIONS.

9. THE RIGHT-OF-WAY IS THE SOLE JURISDICTION OF THE CITY OF MADISON AND IS SUBJECT TO CHANGE AT ANY TIME PER THE RECOMMENDATION/PLAN OF THE CITY.

10. CONTRACTOR SHALL INSTALL TREE PROTECTION FENCING IN THE AREA BETWEEN THE CURB AND SIDEWALK AND EXTEND IT AT LEAST 5 FEET FROM BOTH SIDES OF
THE TREE ALONG THE LENGTH OF THE TERRACE.  NO EXCAVATION IS PERMITTED WITHIN 5 FEET OF THE OUTSIDE EDGE OF A TREE TRUNK.  IF EXCAVATION WITHIN 5
FEET OF ANY TREE IS NECESSARY, CONTRACTOR SHALL CONTACT CITY FORESTRY (266-4816) PRIOR TO EXCAVATION TO ASSESS THE IMPACT TO THE TREE AND ROOT
SYSTEM.  TREE PRUNING SHALL BE COORDINATED WITH CITY FORESTRY PRIOR TO THE START OF CONSTRUCTION. TREE PROTECTION SPECIFICATIONS CAN BE FOUND
IN SECTION 107.13 OF CITY OF MADISON STANDARD SPECIFICATIONS FOR PUBLIC WORKS CONSTRUCTION.
http://www.cityofmadison.com/business/pw/documents/stdspecs/2018/part1.pdf       ANY TREE REMOVALS THAT ARE REQUIRED FOR CONSTRUCTION AFTER THE DEVELOPMENT
PLAN IS APPROVED WILL REQUIRE AT LEAST A 72 HOUR WAIT PERIOD BEFORE A TREE REMOVAL PERMIT CAN BE ISSUED BY FORESTRY, TO NOTIFY THE ALDER OF THE
CHANGE IN THE TREE PLAN

11. POWER POLES AND OTHER OBSTRUCTIONS SHALL BE MOVED TO PROVIDE 2 FEET MINIMUM OF CLEAR DISTANCE FROM ANY FACE OF CURB OR EDGE OF SIDEWALK.

12. THERE MAY BE EXISTING UTILITIES OR OTHER FEATURES WHICH ARE EITHER NOT SHOWN OR SHOWN INCORRECTLY ON THIS PLAN. IT IS THE RESPONSIBILITY OF THE
CONTRACTOR TO LOCATE AND IDENTIFY ALL UTILITIES AND TOPOGRAPHY WHICH MAY AFFECT THE CONSTRUCTION OF THESE IMPROVEMENTS.

13. RELOCATION OR ADJUSTING OF PRIVATE UTILITY FACILITIES, SUCH AS POLES, PEDESTALS, BOXES, STRUCTURES, CASTINGS OR HANDHOLES, SHALL BE COORDINATED
WITH PRIVATE UTILITY COMPANIES.

FORESTRY:

1. ALL PROPOSED STREET TREE REMOVALS WITHIN THE RIGHT OF WAY SHALL BE REVIEWED BY CITY FORESTRY BEFORE THE PLAN COMMISSION MEETING. STREET TREE REMOVALS REQUIRE APPROVAL AND A TREE REMOVAL PERMIT ISSUED BY CITY FORESTRY. ANY STREET TREE
REMOVALS REQUESTED AFTER THE DEVELOPMENT PLAN IS APPROVED BY THE PLAN COMMISSION OR THE BOARD OF PUBLIC WORKS AND CITY FORESTRY WILL REQUIRE A MINIMUM OF A 72-HOUR REVIEW PERIOD WHICH SHALL INCLUDE THE NOTIFICATION OF THE
ALDERPERSON WITHIN WHO'S DISTRICT IS AFFECTED BY THE STREET TREE REMOVAL(S) PRIOR TO A TREE REMOVAL PERMIT BEING ISSUED.

2. AS DEFINED BY THE SECTION 107.13 OF CITY OF MADISON STANDARD SPECIFICATIONS FOR PUBLIC WORKS CONSTRUCTION: NO EXCAVATION IS PERMITTED WITHIN 5 FEET OF THE TRUNK OF THE STREET TREE OR WHEN CUTTING ROOTS OVER 3 INCHES IN DIAMETER. IF
EXCAVATION IS NECESSARY, THE CONTRACTOR SHALL CONTACT MADISON CITY FORESTRY (266-4816) PRIOR TO EXCAVATION. CITY OF MADISON FORESTRY PERSONNEL SHALL ASSESS THE IMPACT TO THE TREE AND TO ITS ROOT SYSTEM PRIOR TO WORK COMMENCING. TREE
PROTECTION SPECIFICATIONS CAN BE FOUND ON THE FOLLOWING WEBSITE: HTTPS://WWW.CITYOFMADISON.COM/BUSINESS/PW/SPECS.CFM

3. CONTRACTOR SHALL TAKE PRECAUTIONS DURING CONSTRUCTION TO NOT DISFIGURE, SCAR, OR IMPAIR THE HEALTH OF ANY STREET TREE. CONTRACTOR SHALL OPERATE EQUIPMENT IN A MANNER AS TO NOT DAMAGE THE BRANCHES OF THE STREET TREE(S). THIS MAY
REQUIRE USING SMALLER EQUIPMENT AND LOADING AND UNLOADING MATERIALS IN A DESIGNATED SPACE AWAY FROM TREES ON THE CONSTRUCTION SITE. ANY DAMAGE OR INJURY TO EXISTING STREET TREES (EITHER ABOVE OR BELOW GROUND) SHALL BE REPORTED
IMMEDIATELY TO CITY FORESTRY AT 266- 4816. PENALTIES AND REMEDIATION SHALL BE REQUIRED.

4. SECTION 107.13(G) OF CITY OF MADISON STANDARD SPECIFICATIONS FOR PUBLIC WORKS CONSTRUCTION ADDRESSES SOIL COMPACTION NEAR STREET TREES AND SHALL BE FOLLOWED BY CONTRACTOR. THE STORAGE OF PARKED VEHICLES, CONSTRUCTION EQUIPMENT,
BUILDING MATERIALS, REFUSE, EXCAVATED SPOILS OR DUMPING OF POISONOUS MATERIALS ON OR AROUND TREES AND ROOTS WITHIN FIVE (5) FEET OF THE TREE OR WITHIN THE PROTECTION ZONE IS PROHIBITED.

5. ON THIS PROJECT, STREET TREE PROTECTION ZONE FENCING IS REQUIRED. THE FENCING SHALL BE ERECTED BEFORE THE DEMOLITION, GRADING OR CONSTRUCTION BEGINS. THE FENCE SHALL INCLUDE THE ENTIRE WIDTH OF TERRACE AND, EXTEND AT LEAST 5 FEET ON BOTH
SIDES OF THE OUTSIDE EDGE OF THE TREE TRUNK. DO NOT REMOVE THE FENCING TO ALLOW FOR DELIVERIES OR EQUIPMENT ACCESS THROUGH THE TREE PROTECTION ZONE.

6. STREET TREE PRUNING SHALL BE COORDINATED WITH MADISON FORESTRY AT A MINIMUM OF TWO WEEKS PRIOR TO THE START OF CONSTRUCTION FOR THIS PROJECT.  ALL PRUNING SHALL FOLLOW THE AMERICAN NATIONAL STANDARDS INSTITUTE (ANSI) A300 - PART 1
STANDARDS FOR PRUNING.

7. CALL CITY FORESTRY 608-266-4816 BEFORE EXCAVATION FOR SIDEWALK INSTALLATION.

TRAFFIC CONTROL:

1. ALL PERMANENT SIGNING AND POSTING WILL BE DETERMINED AND PROVIDED BY THE TRAFFIC ENGINEERING DIVISION, FOLLOWING CONSTRUCTION OF THESE
IMPROVEMENTS.

2. THE CONTRACTOR SHALL PROVIDE, INSTALL AND MAINTAIN ALL STREET END BARRICADES, SIGNING AND TRAFFIC CONTROL, AS REQUIRED BY THE CITY TRAFFIC
ENGINEER.

3. THE CONTRACTOR SHALL SUBMIT A TRAFFIC CONTROL PLAN FOR REVIEW TO THE CITY TRAFFIC ENGINEERING DIVISION AT LEAST 10 WORKING DAYS PRIOR TO WORK
BEGINNING. THE TRAFFIC CONTROL PLAN SHALL COMPLY WITH ALL MUTCD REQUIREMENTS. WORK SHALL NOT PROCEED UNTIL THE TRAFFIC CONTROL PLAN HAS BEEN
APPROVED. THE TRAFFIC CONTROL PLAN MAY INCLUDE BUT IS NOT LIMITED TO: LANE CLOSURE RESTRICTIONS, PEAK HOUR WORKING RESTRICTIONS, ACCESS
REQUIREMENTS, ETC. THE CONTRACTOR SHALL BE RESPONSIBLE FOR PHASING WORK AS NECESSARY TO MEET THE REQUIREMENTS OF THE APPROVED TRAFFIC
CONTROL PLAN.

UTILITIES:

1. POWER POLES AND OTHER OBSTRUCTIONS SHALL BE MOVED TO PROVIDE 2 FEET MINIMUM OF CLEAR DISTANCE FROM ANY FACE OF CURB OR EDGE OF SIDEWALK.

2. THERE MAY BE EXISTING UTILITIES OR OTHER FEATURES WHICH ARE EITHER NOT SHOWN OR SHOWN INCORRECTLY ON THIS PLAN. IT IS THE RESPONSIBILITY OF THE
DEVELOPER TO LOCATE AND IDENTIFY ALL UTILITIES AND TOPOGRAPHY WHICH MAY AFFECT THE CONSTRUCTION OF THESE IMPROVEMENTS.

3. RELOCATION OR ADJUSTING OF PRIVATE UTILITY FACILITIES, SUCH AS POLES, PEDESTALS, BOXES, STRUCTURES, CASTINGS OR HANDHOLES, WITH PRIVATE UTILITY
COMPANIES.

4. ALL WORK WITHIN THE CITY RIGHT OF WAY AND EASEMENTS SHALL BE COMPLIANT WITH THE CITY OF MADISON STANDARD SPECIFICATIONS CURRENT AT THE TIME OF
CONSTRUCTION.

5. UTILITY INSTALLATION SHALL BE COORDINATED WITH ENGINEER AT LEAST 4 WEEKS PRIOR TO INSTALLATION TO ENSURE BUILDING INSPECTION APPROVAL IS
OBTAINED.

6. SANITARY SEWER AND WATER MAIN CONSTRUCTION AND MATERIALS SHALL CONFORM WITH THE CITY OF MADISON STANDARD SPECIFICATIONS.

7. ALL UNUSED EXISTING WATER AND SANITARY LATERALS SERVING THE SUBJECT PROPERTY SHALL BE CAPPED/ABANDONED PER THE CITY OF MADISON STANDARD
SPECIFICATIONS.

8. PRIOR TO WORK ON MADISON WATER UTILITY FACILITIES, CONTACT CITY OF MADISON CONSTRUCTION DEPARTMENT AT LEAST 1 WEEK PRIOR TO BEGINNING
CONSTRUCTION

CITY OF MADISON
CONSTRUCTION SUPERVISOR
JEFF BELSHAW
OFFICE PHONE: 608-261-9835
MOBILE PHONE: 608-206-3856

FOR NEW WATER SERVICE AND METER APPLICATION CONTACT:

CITY OF MADISON
MWU ENGINEERING OPERATION CLERK
AMY JONES
OFFICE PHONE: 608-266-4646
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FROSTED INSULATED
STOREFRONT ABOVE

BUTT GLAZED CORNER

SIGN

PVC DRAIN PIPE FROM ROOF DRAIN &
PVC HARD PIPE ROUTED UNDER SLAB

TO DRY WELL SEE PLUMBING PLAN

6" GALV STEEL PIPE BOLLARD SEE DTL 2/S101

6" GALV STEEL
PIPE BOLLARD
SEE DTL 2/S101

LINE OF CONC APRON

1. 8"  CMU TO BE REINFORCED W/ # 5 @ 32" O.C. VERTICAL
    GROUTED @ REINFORCED CELLS

2. 12" CMU TO BE REINFORCED W/ # 5 @ 24"O.C. VERTICAL
    GROUTED @ REINFORCED CELLS

3. INSTALL BOND BEAM @ TOP COURSE OF ALL CMU WALLS
    W/ (2) # 5 BARS CONTINUOUS, INSTALL BOND BEAM @ ALL THROUGH 

WALL PENETRATIONS, EXTEND 16" PAST OPENING

4. (2) 12" DEEP WIRE WALL SHELVES OVER MOP SINK AT 4'-5" A.F.F. & 5'-5" A.F.F.

5. PROVIDE WALL MOUNTED BRACKET FOR DRINKING  FOUNTAIN FILTER
          PROVIDE ACCESS PANEL FOR FILTER

6. SOAP DISPENSERS FURNISHED BY OWNER, G.C. TO INSTALL

7. EPOXY COATING ON SLAB W/ 6" EPOXY COVE BASE

4" CONC SLAB W/ 6X6 10
10 WIRE MESH

REINFORCEMENT
THICKENED EDGE @ PERIMETER
PICTURE FRAME W/ BROOM FINISH

FACE OF CMU

FACE OF CMU

FACE OF CMU

FA
C
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O

F 
C

M
U

FA
C
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O

F 
C

M
U

SLOPE TO PERIMETER

12" CMU WALL
SEALED

12" CMU WALL
PAINTED [P-3]

CMU PAINTED
[P-4]

CMU PAINTED [P-4]

2x2 STAINLESS STEEL COL.
FLOOR TO CLG

PAINTED [P-3]

4

WS

48" DIA DRY WELL
SEE DTL 6/A501

48" DIA DRY WELL
SEE DTL 6/A501

48" DIA DRY WELL
SEE DTL 6/A501

48" DIA DRY WELL
SEE DTL 6/A501

3 12 " CONC PAD

5

SHOWER TOWERS
(1-ADA)

FD

FD

TRENCH
DRAIN

5'
-4

"

TRENCH
DRAIN

4'-6" 7'-0" 4'-6" 9'-4" 1'-0" 6'-0" 1'-0" 9'-4" 28'-0" 10'-6"
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"
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3'-11" 5'-9"
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STEEL COL.

FLOOR TO CLG
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BA
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B 6" GALV STEEL
PIPE BOLLARD
SEE DTL 2/S101

6" GALV STEEL
PIPE BOLLARD
SEE DTL 2/S101
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TRANSFER GRILL
SEE MECH

TRANSFER GRILL
SEE MECH

2" CONTINUOUS MTL.VENT STRIP
[MTL-2]

1'-1"
2"

3'-3"
2"

4x8 CEMENT BOARD PANELS [CP-3]
CAULK JOINTS THIS AREA ONLY

HSS 8 x 8 x 3 8"
BEAM [P-2]

2" CONTINUOUS MTL.VENT STRIP
[MTL-2]

2" CONTINUOUS MTL.VENT STRIP
[MTL-2]

6'-8"
2"

3'-1"
2"

NOTCH FRAME AROUND
3" STL COL.

NOTCH FRAME AROUND
3" STL COL.
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"

2"
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-5
"
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5'

-4
"
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"
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"
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1'
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"
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3'-0"
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3'-6"
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2" 2"
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1'-1"
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"
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3'
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"
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"
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1'-1"2" 3'-0" 2" 3'-6" 2"
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"
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"
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7
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"

8" CMU [CMU-1]
w/ GRAFFITI SEALER

8"CMU SEALED
NON-COLORED
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"
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"
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"
2"

1'
-0

"
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"

FACE OF CMU

FACE OF CMU
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"
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PANEL
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U
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2" STONE VENEER w/
GRAFFITI SEALER ON

RAINSCREEN
12" REINFORCED CMU
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4'
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"
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"

3'
-9

"
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"
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100'-0"[854.0']
TOP OF SLAB

100'-0"[854.0']
TOP OF SLAB

100'-0"[854.0']
TOP OF SLAB

CEILING HGT
109'-6"

CEILING HGT
109'-6" CEILING HGT

111'-8"

CEILING HGT
110'-8"

CEILING HGT
111'-8"

CEILING HGT
110'-8"

CEILING HGT
111'-9 1/4"

5/8" GWB
[P-3]

4x8 CEMENT BD
SHEETS [P-3]

CAULK JOINTS

5/8" GWB
[P-3]

CEMENT BD PANEL[CP-2]
w/ 1x2 COMP BATTENS [P-2] @24" O.C.

CEMENT BD PANEL[CP-2]
w/ 1x2 COMP BATTENS [P-2]

@24" O.C.
CEILING HGT

111'-11 5/8"

2" CONTINUOUS MTL.VENT STRIP
[MTL-2]

2" CONTINUOUS MTL VENT STRIP
[MTL-2]

FROSTED INSUL STOREFRONT
BUTT GLAZED CORNER (TYP)

5

4

41
2"

41
2"

41
2"

41
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1'-1"

6 67

7

WORK NOTES:
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A301

2
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1
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4x8 CEMENT BOARD PANELS [P-3]
CAULK JOINTS

2'-8"
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UV BULB
CHANGE

CLEARANCE

CEILING HGT
110'-6 1/2+-"

CEILING HGT
110'-6 1/2+-"CEILING HGT

110'-6 1/2+-"

CEILING HGT
110'-6 1/2+-"

CEILING HGT
109'-6 3/4"
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A B

A B

1'-4"

EQ
EQ

CEMENT BD
PANEL[CP-3]

4x8 CEMENT BOARD PANELS [CP-1]
CAULK JOINTS

4x8 CEMENT BOARD PANELS [CP-1]
CAULK JOINTS

4x8 CEMENT BOARD PANELS [CP-1]
CAULK JOINTS

4x8 CEMENT BOARD PANELS [CP-1]
CAULK JOINTS

CEMENT BD
PANEL[CP-2]

CEMENT BD
PANEL[CP-2]

5
A501

4
A102

4
A102

OPP

CEILING HGT
109'-6 3/4"

1'-1"

SPANDRELSPANDREL

SPANDREL

SPANDREL

SPANDREL SPANDREL

CEMENT BD
PANEL[CP-1]
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1/4" = 1'-0"

1 FLOOR PLAN
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LOWER EPDM
ROOF

FULLY ADHERED
EPDM RUBBER ROOF

FULLY ADHERED
EPDM RUBBER ROOF

BUILT IN GUTTER
EPDM

PLATE STEEL
SCUPPER (SEE DTL)

4'
-4

1 2"

4'-0"

8'-0"

4'
-6

"

LOWER EPDM
ROOF

4'
-6

"

LOWER EPDM ROOF W/ 4" ROOF DRAIN
PVC THROUGH ROOF ROUTED DOWN
IN MECH RM &UNDER SLAB TO DRY
WELL - SEE PLUMBING PLAN

OVERFLOW SCUPPER

PREFINISHED
METAL COPING

BUILT IN GUTTER EPDM

2'
-1

1"

7'-0"

20
'-8

"

2'-0"

CONTINUOUS SLOPE
TO SCUPPERS

RIDGERIDGE

PLATE STEEL
SCUPPER (SEE DTL)

2'-0"

PLATE STEEL
SCUPPER (SEE DTL)

PLATE STEEL
SCUPPER (SEE DTL)
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"
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4'
-4
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1
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4
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3
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2
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A B
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1'-1" 3'-6" 3'-0" 1'-1"

9'-2"
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"
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"
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-6

"

5'-8"

2"

9'-2"
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C

G

D

END WALL WINDOWS SIDE WALL WINDOWS

RESTROOM SIDE WALL
WINDOWS @ DOOR

MECH RM WINDOW

MECH ROOM
TRANSOM

SILICONE JOINT (TYP)

BUTT GLAZED
CORNER

SILICONE JOINT (TYP)

BUTT GLAZED
CORNER (TYP)

CEMENT BOARD PANEL [CP-2]
SET IN WDW TRIM

(TRIM WIDTH TO MATCH WDW FRAME)

2" 2"

2" 2"2"2"2"2"

11" 2'-5" 5'-4" 2'-5" 11"

12'-8"

1'
-6

"

SILICONE JOINT (TYP)

BUTT GLAZED
CORNER (TYP)2"2"2"

1'-3" 3'-1" 6'-8" 3'-3"

16'-0"
2"

SILICONE JOINT (TYP)
BUTT GLAZED
CORNER

2" 2" 2" 1'-1"

H PUMP RM
SIDE WALL WINDOWS @ DOOR

A
PUMP ROOM

END WALL WINDOWS

1'-3"3'-5"6'-0"3'-7"

16'-0"
2"

SILICONE JOINT (TYP)BUTT GLAZED
CORNER

2"2"
2"1'-1"

B
PUMP ROOM

SIDE WALL WINDOWS

DOUBLE DOOR

CEMENT BD PANEL [CP-2]
SET IN WDW FRAME
(SPANDREL PANEL)

CEMENT BD PANEL [CP-2]
SET IN WDW TRIM
SEE DETAIL 4/A102

5'-8"

1'
-6

"

1'
-6

"

1'
-6

"

1'
-6

"
1'

-0
"

2"

GENERAL NOTES:
WINDOWS TO BE FROSTED INSULATED PANELS SET IN
ALUM THERMALLY BROKEN FRAMES [MTL-1]

SPANDREL PANEL TO HAVE CEMENT BOARD PANEL ON
EACH SIDE OF 3/8" RIGID INSUL

CEMENT BD PANEL [CP-2]
SET IN WDW TRIM
SEE DETAIL 4/A102

DOORDOOR

BUTT GLAZED
CORNER

CEMENT BD PANEL [CP-2]
SET IN WDW FRAME
(SPANDREL PANEL)

CEMENT BD PANEL [CP-2]
SET IN WDW FRAME
(SPANDREL PANEL)

CEMENT BD PANEL [CP-2]
SET IN WDW FRAME
(SPANDREL PANEL)

2" EQ. EQ. EQ. 1'-4"±
ALIGN W/ WINDOW
FRAME ABOVE

1"
STOREFRONT MULLION [MTL-1]

(WIDTH TO MATCH STOREFRONT
SYSTEM) SET ON SPRING CLIP

CAULK EACH SIDE

2"

3
4"

COMP TRIM

CEMENT BD
PANELS [P-3]

12" CMU [P-4]

CMU
SEALED
THIS SIDE

2" STONE VENEER [STONE-1]
w/ DRAINAGE SCREEN

CEMENT BD PANELS [CP-2]
DOW AIR/WATER BARRIER

TAPE SEAMS

FRP DOOR

2"x 4 12"ALUM
FRAME

1 2"

3-5/8" STEEL STUDS @16" O.C.
R-13 FIBERGLASS INSUL

VAPOR BARRIER
CEMENT BD PANELS

BACKER ROD/
CAULK

2'-9"

HAND DRYERPROVIDE
BLOCKING

41 2"

INTERIOR

EXTERIOR

A B C
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D
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SEE SCHEDULE SEE SCHEDULE
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E 

SC
HE

D
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E

SE
E 
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D
UL

E

SEE SCHEDULE

ALUMN TRANSOMS ALUMN TRANSOM

TOILET ENTRY DOOR
FLUSH INSULATED FRP

 (TEXTURED) DOOR [P-2]

MECH DOOR (EXT)
FLUSH INSULATED FRP

 (TEXTURED) DOOR [P-2]

MECH DOOR (INT)
FLUSH STEEL DOOR

[MTL-2]

NIGHT LATCH
PULL
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" A
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" A
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ALUMN TRANSOMS

D

PUMP ROOM
DOUBL FLUSH INSULATED

FRP (TEXTURED) DOOR [P-2]

3'
-6

" A
FF

LE
V

ER
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SEE SCHEDULE

FLAT BAR
ASTRAGAL

F1
THERMALLY BROKEN
ALUM FRAME [MTL-1]

F2
HOLLOW METAL FRAME

[MTL-2] IN STL STUD WALL

SE
E 

SC
HE

D
UL

E

SEE SCHEDULE

SE
E 

SC
HE

D
UL

E

SEE SCHEDULE 2"2"2"2"

2"

2"

GENERAL NOTES:
G.C. IS RESPONSIBLE FOR  FIELD VERIFYING ALL EXISTING CONDITIONS

DOOR SCHEDULE
NO. LOCATION SIZE THK TYPE MATERIAL

DOOR
TYPE MATERIAL

FRAME
GLASS RATING HW SET REMARKS

101a

101b

102a

103a

104a

MECHANICAL

MECHANICAL

TOILET

TOILET

PUMP ROOM

3'-0" x 7'-10"

3'-0" x 7'-0"

3'-0" x 7'-10"

3'-0" x 7'-10"

PR 3'-4" x 7'-10"

1 3/4"

1 3/4"

1 3/4"

1 3/4"

1 3/4"

B

C

A

A

D

FRP [P-2]

STEEL [MTL-2]

FRP [P-2]

FRP [P-2]

FRP [P-2]

F1

F2

F1

F1

F1

ALUM [MTL-1]

STEEL [MTL-2]

ALUM [MTL-1]

ALUM [MTL-1]

ALUM [MTL-1]

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

HS-2

HS-4

HS-1

HS-1

HS-3

TEXTURED

TEXTURED

TEXTURED

TEXTURED

DOOR SCHEDULE NOTES
1. SEE SPECIFICATIONS FOR ADDITIONAL INFORMATION.
3. SEE FINISH SCHEDULE ON SHEET T000 FOR COORESPONDING FINISH CODES "[CODE]".
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EXPOSED
CONC BASE, TYP.

FROSTED INSULATED
STOREFRONT (BUTT
GLAZED CORNER)

FRP FLUSH PANEL DOOR

4'
-0

" T
YP

SIGNAGE MOUNT HGT @
BRAILLE 48"

EPDM
ROOFING

FROSTED INSULATED
STOREFRONT (BUTT
GLAZED CORNER)

STRUCT SILICONE
GLAZED JOINT (TYP)

2" STONE VENEER [STONE-1]
ON 12" CMU

EXPOSED CONC
BASE, TYP.

HSS COLUMN & HSS BEAM,
PAINT [P-2] - SEE DETAILS ON S101

7'
-0

"

FIBER CEMENT SIDING [FCS-1]

DRINKING FOUNTAIN
W/ BOTTLE FILLER

4
A501

1
A500

3
A501

CEMENT BD PANELS
[CP-2] FRAMED BY

STOREFRONT MULLION
[MTL-1] w/ CLIP

SHOWER TOWERS

8" CMU
[CMU-1]

TOP OF SLAB
100'-0"

BOTTOM OF CANOPY
110'-6 3/4"

TOP OF WALL
114'-6"

TOP OF 8" FTG
96'-2 1/2"

6" GALV STEEL PIPE
BOLLARD FILLED w/
CONC DOME TOP,
PAINT [P-2] - SEE 2/S101

6" GALV STEEL PIPE
BOLLARD FILLED w/
CONC DOME TOP,

PAINT [P-2] - SEE 2/S101

FIBER CEMENT SIDING [FCS-1]

STEEL SCUPPER,
PAINT [P-2] (TYP)

PREFIN MTL
LOUVER [MTL-2]

CEMENT BD PANEL [CP-2]

CEMENT BD
PANEL [CP-2]

CEMENT  BD
PANEL [CP-2] IN

WINDOW FRAME

CEMENT  BD
PANEL [CP-2] IN
WINDOW FRAME

8" CMU [CMU-1]

FROSTED INSULATED
STOREFRONT (BUTT
GLAZED CORNER) 1

2 BLOCK CAP (SLOPED)

EXPOSED
CONC BASE, TYP.

PREFIN FLASHING/
COUNTER FLASHING [MTL-2]

FROSTED INSULATED
STOREFRONT (BUTT
GLAZED CORNER)

2" STONE VENEER [STONE-1]
ON 12" CMU

STRUCT SILICONE
GLAZED JOINT (TYP)

EPDM ROOFING 2
A500 2" STONE VENEER [STONE-1] ON 12" CMU

CEMENT BD PANEL SOFFIT [CP-2]
w/ 2" COMP BATTENS [P-2]

SHOWER TOWER

100'-0"
TOP OF SLAB

BOTTOM OF CANOPY
110'-6 3/4"

TOP OF WALL
114'-6"

TOP OF 8" FTG
96'-2 1/2"

6" GALV STEEL PIPE
BOLLARD FILLED w/
CONC DOME TOP,
PAINT [P-2]
- SEE 2/S101

STEEL SCUPPER,
PAINT [P-2] (TYP)

FIBER CEMENT SIDING [FCS-1] FIBER CEMENT
SIDING [FCS-1]

CEMENT BD
PANEL [CP-2]

4'
-9

"
8"

PREFINISHED MTL
COPING [MTL-2]

EPDM ROOFING
PREFIN FLASHING/

COUNTER FLASHING [MTL-2]

1
2 BLOCK CAP (SLOPED)

5" ADDRESS NUMBER
LOCATION (VIF
LOCATION w/

OWNER AND MFD)

EXPOSED
CONC BASE, TYP.

2" STONE VENEER [STONE-1]
ON 12" CMU (TYP)

EPDM ROOFING

FIBER CEMENT SIDING [FCS-1]

2
A500

8" CMU [CMU-1]

TOP OF SLAB
100'-0"

BOTTOM OF CANOPY
110'-6 3/4"

TOP OF WALL
114'-6"

TOP OF 8" FTG
96'-2 1/2"

6" GALV STEEL PIPE
BOLLARD FILLED w/
CONC DOME TOP,
PAINT [P-2]
- SEE 2/S101

CEMENT BD PANEL SOFFIT [CP-2]
w/ 2" COMP BATTENS [P-2]

STEEL SCUPPER,
PAINT [P-2] (TYP)

CEMENT BD
PANEL [CP-2]

FINISH SCHEDULE
CODE MATERIAL TYPE FINISH / COLOR DESCRIPTION

CMU-1 COLORED CONC MASONRY UNITS
PREMIER ULTRA BURNISHED MASONRY UNIT w/ GRAFITTI SEAL
COLOR: TWILIGHT (63-210B)

STONE-1 2" THIN VENEER STONE (COURSED) KASOTA STONE BOLANZO - AMBER SELECT w/ GRAFITTI SEAL
SEE SPECIFICATIONS FOR SIZES AND ADDITIONAL INFO

FCS-1 FIBER CEMENT LAP SIDING
JAMES HARDIE SMOOTH FIBER CEMENT LAP SIDING w/ 6" EXPOSURE;
COLOR: PRE-FINISHED TO MATCH BENJAMIN MOORE - TARRYTOWN
GREEN HC-134 (P-1)

CP-1 FIBER CEMENT PANEL
JAMES HARDIE SMOOTH FIBER CEMENT PANEL SIDING
COLOR: PRE-FINISHED TO MATCH BENJAMIN MOORE - TARRYTOWN
GREEN HC-134 (P-1)

CP-2 FIBER CEMENT PANEL
JAMES HARDIE SMOOTH FIBER CEMENT PANEL SIDING
COLOR: JAMES HARDIE FACTORY FINISH - BLACK WATER 0703
(TO MATCH ALUM STOREFRONT)

CP-3 FIBER CEMENT PANEL JAMES HARDIE SMOOTH FIBER CEMENT PANEL SIDING
COLOR: JAMES HARDIE FACTORY FINISH - CURATED CREAM 0716

MTL-1 ALUMINUM STOREFRONT STANDARD BLACK ANNODIZED ALUMINUM
MTL-2 PREFIN METAL FLASHINGS & MISC METAL BLACK TO MATCH ALUMINUM STOREFRONT (P-2)

P-1 PAINT BENJAMIN MOORE - TARRYTOWN GREEN HC-134

P-2 PAINT BLACK TO MATCH ALUMINUM STOREFRONT
HIGH PERFORMANCE PAINT ON ALL STEEL

P-3 PAINT HALLMAN LINDSAY - NEW PARKS IVORY
P-4 PAINT SHERMAN WILLIAMS - ROYCROFT #2848 WATER BASED TILE CLAD EPOXY

NOTE: PRE-FINISHED (NON JAMES HARDIE FACTORY FINISH) FIBER CEMENT LAP SIDING & PANELS REQUIRE ADDITIONAL SINGLE
COAT FIELD RE-COATING.
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2 EXTERIOR ELEVATION (EAST)
1/4" = 1'-0"

1 EXTERIOR ELEVATION (NORTH / LAKE)
1/4" = 1'-0"

0' 8'4'2'

SCALE: 1/4" = 1'-0"

3 EXTERIOR ELEVATION (WEST)
1/4"= 1'-0"

0' 8'4'2'

SCALE: 1/4" = 1'-0"

0' 8'4'2'

SCALE: 1/4" = 1'-0"

GENERAL NOTES:
1. FILL ALL VOIDS IN EXPOSED CONC FOUNDATION WALL W/ CEMENT

SLURRY.
2. BUTT JOINTS AT ENDS OF FIBER CEMENT LAP SIDING. PAINT EXPOSED /

CUT ENDS WITH PAINT TO MATCH TO SIDING COLOR.
3. SEE FINISH SCHEDULE FOR COORESPONDING FINISH CODES "[CODE]".
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EXPOSED
CONC BASE, TYP.

FROSTED INSULATED
STOREFRONT (BUTT
GLAZED CORNER)

EPDM
ROOFING

FROSTED INSULATED
STOREFRONT (BUTT
GLAZED CORNER)

PREFIN MTL
LOUVER [MTL-2]

PREFIN MTL LOUVER
[MTL-2]

STRUCT SILICONE
GLAZED JOINT (TYP)

EXPOSED
CONC BASE, TYP.

ELECT METER

HOSE BIB
ACCESS BOX

8" CMU [CMU-1]

STEEL SCUPPER,
PAINT [P-2] (TYP)

TEXTURED FRP
DOOR IN ALUM
FRAME [MTL-1]

8" CMU [CMU-1]

FIBER CEMENT SIDING [FCS-1]

1
A500

3
A5012" STONE VENEER

[STONE-1] ON 12" CMU

HSS COLUMN & HSS BEAM, PAINTED [P-2]
- SEE DETAILS ON S101

6" GALV STEEL PIPE
BOLLARD FILLED w/
CONC DOME TOP,
PAINT [P-2] - SEE 2/S101

TOP OF SLAB
100'-0"

BOTTOM OF CANOPY
110'-6 3/4"

TOP OF WALL
114'-6"

TOP OF 8" FTG
96'-2 1/2"

6" GALV STEEL PIPE
BOLLARD FILLED w/
CONC DOME TOP,
PAINT [P-2] - SEE 2/S101

CEMENT  BD
PANEL [CP-2] IN
WINDOW FRAME

CEMENT BD
PANEL [CP-2]

CEMENT BD
PANEL [CP-2]

CEMENT BD PANELS [CP-2]
FRAMED BY STOREFRONT
MULLION [MTL-1] w/ CLIP4

A501

TOP OF STEEL
111'-11 5/8"

21
4"

STEEL BEAM - SEE
ROOF FRAMING PLAN

4"x2"x16 GA CLIP(TYP
@ EACH RAFTER)

2'
-2

"

21 2"

BUILT IN GUTTER
1" DEPTH @ STONE
WALL (HIGH SIDE)

3-1/2" TOTAL DROP
ENTIRE LENGTH

FIBER CEMENT SIDING [FCS-1]
DOW AIR/WATER BARRIER

3-5/8" STEEL STUD SOFFIT
FRAMING @ 24" O.C.

CEMENT BD PANEL [CP-3]
ON 3-5/8" STEEL CEILING
RAFTERS @24" O.C.
CAULK SEAMS NON-EXPOSED
SIDING

STEEL SUPPORT
BETOND
SEE STRUCT

BUILT IN GUTTER
CONT SLOPE TO SCUPPERS

PREFINISHED DRIP EDGE

(2) LAYERS 3 4" FIRE-RATED
PLYWD GLUE/SCREW STAGGER
SEAMS

10
'-6

3
4"

EXTEND SIDING
DOWN 1/4" AS

DRIP EDGE

1"
31

2"

1'-0"

9"

6"

1'
-1

1 4"

2" CONT PREFIN METAL VENT STRIP
[MTL-2] w/ SCREEN - SEE CLERESTORY
PLAN FOR LOCATION(S)

TOP OF SLAB
100'-0"[854.0']

FULLY ADHERED 60 MIL EPDM ROOF
1
2" SEPARATION BD

3
4" FIRE-RATED PLYWD ROOF SHEATHING

RIPPED 2x4 (FIRE-RATED) SLEEPERS@ 24" O.C
8" STRUCT STEEL 'C' ROOF RAFTERS @ 24"O.C.

(SEE ROOF FRAMING PLAN)

FIBER CEMENT SIDING [FCS-1]
DOW AIR/WATER BARRIER (TYP)
ON 1/2" FIRE-RATED PLYWD
ON 2-1/2" STEEL STUD SOFFIT
FRAMING @24" O.C.

CEMENT BD SOFFIT
[CP-1] (TYP)

3'-4"

EQ

11
'-1

15
8"

123

1'-11"±

41
4" 3'-4"

3-5/8" STEEL OUTLOOKERS
@24" O.C. SISTERED TO ROOF RAFTERS
- SEE ROOF FRAMING PLAN

18 GA BRAKE METAL  CONT
SUPPORT / RAFTER CAP

2"x3"x16 GA CLIP
@ SOFFIT FRAMING &

BEAM (TYP)

EQ

FINISH SCHEDULE
CODE MATERIAL TYPE FINISH / COLOR DESCRIPTION

CMU-1 COLORED CONC MASONRY UNITS
PREMIER ULTRA BURNISHED MASONRY UNIT w/ GRAFITTI SEAL
COLOR: TWILIGHT (63-210B)

STONE-1 2" THIN VENEER STONE (COURSED) KASOTA STONE BOLANZO - AMBER SELECT w/ GRAFITTI SEAL
SEE SPECIFICATIONS FOR SIZES AND ADDITIONAL INFO

FCS-1 FIBER CEMENT LAP SIDING
JAMES HARDIE SMOOTH FIBER CEMENT LAP SIDING w/ 6" EXPOSURE;
COLOR: PRE-FINISHED TO MATCH BENJAMIN MOORE - TARRYTOWN
GREEN HC-134 (P-1)

CP-1 FIBER CEMENT PANEL
JAMES HARDIE SMOOTH FIBER CEMENT PANEL SIDING
COLOR: PRE-FINISHED TO MATCH BENJAMIN MOORE - TARRYTOWN
GREEN HC-134 (P-1)

CP-2 FIBER CEMENT PANEL
JAMES HARDIE SMOOTH FIBER CEMENT PANEL SIDING
COLOR: JAMES HARDIE FACTORY FINISH - BLACK WATER 0703
(TO MATCH ALUM STOREFRONT)

CP-3 FIBER CEMENT PANEL JAMES HARDIE SMOOTH FIBER CEMENT PANEL SIDING
COLOR: JAMES HARDIE FACTORY FINISH - CURATED CREAM 0716

MTL-1 ALUMINUM STOREFRONT STANDARD BLACK ANNODIZED ALUMINUM
MTL-2 PREFIN METAL FLASHINGS & MISC METAL BLACK TO MATCH ALUMINUM STOREFRONT (P-2)

P-1 PAINT BENJAMIN MOORE - TARRYTOWN GREEN HC-134

P-2 PAINT BLACK TO MATCH ALUMINUM STOREFRONT
HIGH PERFORMANCE PAINT ON ALL STEEL

P-3 PAINT HALLMAN LINDSAY - NEW PARKS IVORY
P-4 PAINT SHERMAN WILLIAMS - ROYCROFT #2848 WATER BASED TILE CLAD EPOXY

NOTE: PRE-FINISHED (NON JAMES HARDIE FACTORY FINISH) FIBER CEMENT LAP SIDING & PANELS REQUIRE ADDITIONAL SINGLE
COAT FIELD RE-COATING.
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1 EXTERIOR ELEVATION (SOUTH)
1/4" = 1'-0"

2 CANOPY SECTION
1/2" = 1'-0"

0' 8'4'2'

SCALE: 1/4" = 1'-0"

0' 4'2'1'

SCALE: 1/2" = 1'-0"

GENERAL NOTES:
1. FILL ALL VOIDS IN EXPOSED CONC FOUNDATION WALL W/ CEMENT

SLURRY.
2. BUTT JOINTS AT ENDS OF FIBER CEMENT LAP SIDING. PAINT EXPOSED /

CUT ENDS WITH PAINT TO MATCH TO SIDING COLOR.
3. SEE FINISH SCHEDULE FOR COORESPONDING FINISH CODES "[CODE]".

04.28.2023 - REVISED

06.28.2021 - PERMIT SET



TOP OF FOUNDATION
100'-11 1/2"

2 BUILDING SECTION
3/8" = 1'-0"

1'
-7

"

3'-6"

39
"-4

1"

2'
-3

"

DOW/AIR/WATER BARRIER
CEMENT BD PANEL [CP-2]

1x2 COMP BATTENS
@ 24" O.C. [P-2]

WATER CLOSET SEAT
TO BE 17"-19" FROM
FINISHED FLOOR TO
TOP OF SEAT

1'
-4

"

COMPACTED CLEAN
GRANULAR FILL

4" CONC SLAB w/
6x6 W1.4xW1.4 WWF

REINFORCEMENT

8" CMU [CMU-1]
REINFORCED w/
#5 @ 32" O.C. VERT
SOLID GROUTED CELLS
@ REINFORCED CELLS

CEMENT BD PANEL [CP-3]
DOW AIR/WATER BARRIER
TAPE SEAMS

6'
-8

"
11

1 2"
1'

-2
"

2'-8"

11
3

4"

DOW/AIR/WATER BARRIER
CEMENT BD PANEL [CP-2]
1x2 COMP BATTENS
@ 24" O.C. [P-2]

1'-0"
MAX

33
"-3

6"

1'
-6

"

SANITARY
NAPKIN
DISPOSAL

39"-41"

TP DISPENSER

1'-2"

CAULK JOINTS@
UNDER SIDE ONLY

PREFIN METAL COPING [MTL-2]
(PITCHED)

PREFIN METAL FLASHING/
COUNTER FLASHING [MTL-2]

BOND BEAM

2"x1 12"x 14"
STL ANGLE

CEMENT BD PANEL [P-3]

#5 @12" O.C. TOP & BOT

2'-0"

41
2"

11
2"

SOLID GROUT
TOP OF FOUNDATION

PREFIN MTL SILL
FLASHING [MTL-2]

BOND BEAM EXTEND
16" PAST OPENING

FULLY ADHERED 60 MIL EPDM ROOF
1
2" SEPARATION BD

3
4" FIRE-RATED PLYWD ROOF SHEATHING

RIPPED FIRE-RATED 2x4 SLEEPERS@ 24" O.C
10" STRUCT STL. 'C' ROOF RAFTERS @ 24" O.C.

10" TRACK PSA TO CMU
FULLY ADHERED EPDM ROOF

1
2" SEPARATION BD

3
4" FIRE-RATED PLYWD ROOF SHEATHING

2x FIRE-RATED SLOPED FURRING @ EACH RAFTER
8" STL STRUCT. 'C' RAFTERS @ 24" O.C. W/

3 5/8" STL CLG JOISTS @ 24"O.C.

COMPACTED CLEAN
GRANULAR FILL

TOP OF CMU

WDW HEAD

6'
-8

"
10

 C
O

UR
SE

S

4"
1'

-7
"

STEEL COLUMN
BEYOND

8"

8" THICKENED REINFORCED
EDGE w/ (2) # 5 REBAR

(12" THICK-BEACH SIDE ONLY)

1'-0"

2" STAINLESS STEEL TUBE

CEMENT BD PANEL [P-2]
SET IN WDW FRAME

CEMENT BD PANEL [P-2]
SET IN WDW FRAME

DOUBLE FRP DOOR
(P-2)

SEALED CMU

SEALED CMU

CEMENT BD PANEL [P-3]

CEMENT BD PANEL
[P-3]@MECH RM

5/8"GWB @ RESTROOMS
VAPOR BARRIER
6" RIGID INSUL

VAPOR BARRIER
6" RIGID INSUL 5/8" GWB TYPE X

VAPOR BARRIER
6" RIGID INSUL

TOP OF SLAB
100'-0"[854.0']

11
1 2"

8" CMU [CMU-1]
REINFORCEDw/

#5 @ 32" O.C. VERT
SOLID GROUTED CELLS @

REINFORCED CELLS
NO INTERIOR CHAMFER
IN THIS ROOM

14
'-3

"
21

 B
.C

2" STAINLESS STEEL TUBE

TOP OF FTG
96'-10 1/2"

TOP OF CMU
114'-3"

107'-11 1/2"

109'-6 1/2"

99'-7 1/2"
TOP OF PIER

95'-10 1/2"
TOP OF FTG

12" CMU REINFORCED
w/#5 @24" O.C.

TOP OF FTG
96'-2 1/2" 8"

1'-6"
7'-0"

1'
-0

"

ELECTRICAL PANELS
SEE E101

102
TOILET101

MECHANICAL

103
TOILET

104
PUMP ROOM

1
S101

1
S101

RAISED CONC SLAB
@ EQUIPMENT

2A
A501

GRAB BAR

3
A500

3
S100

3-7
S101

NOTES:
1. FOR SUBGRADE PREPARATION REFER TO THE GEOTECHINICAL REPORT PREPARED BY

CGC, INC.
2. ALLOWABLE SOIL BEARING CAPACITY = 1000 PSI.
3. SEE FINISH SCHEDULE ON SHEET T000 FOR COORESPONDING FINISH CODES "[CODE]".

#5 @18" O.C.
(LONGITUDINAL)

#5 @24" O.C. HOOKED
INTO FOOTING3'

-9
1 2" 4'

-9
"

FIBER CEMENT LAP SIDING [FCS-1] w/ 6"
EXPOSURE
DOW AIR/WATER BARRIER (TAPE SEAMS)

11
'-4

"
17

 B
.C

FULLY ADHERED EPDM ROOF
1
2" SEPARATION BD

3
4" FIRE-RATED PLYWD ROOF SHEATHING

2x FIRE-RATED SLOPED FURRING @ EACH RAFTER
8" STL STRUCT. 'C' RAFTERS @ 24" O.C.

2'-8"

3 5/8" STL STUD @ 16"O.C.
R-13 FIBERGLASS INSUL
VAPOR BARRIER

PAINTED CMU

4"

DOUBLE ROOF
RAFTERS

DOUBLE ROOF
RAFTERS

1 BUILDING SECTION @ MECH ROOM
1/2" = 1'-0"

HM STEEL DOOR & FRAME

PREFIN METAL FLASHING/
COUNTER FLASHING [MTL-2]

PREFIN METAL COPING
[MTL-2] (PITCHED)

TAPERED INSUL
SLOPE  TO DRAIN

8"

1'
-1

"

6'
-8

"
10

 C
O

UR
SE

S

1'
-6

"

4"

1'
-0

"

7'
-0

"

8'
-0

"

11
1 2"

1'
-6

"

8"

PREFIN METAL
FLASHING/ COUNTER
FLASHING [MTL-2]

PREFIN MTL
SILL [MTL-2]

SEALED 12" CMU

WALL ASSEMBLY:
CEMENT BD PANEL
DOW-WEATHERMATE
AIR/WATER BARRIER
1
2" FIRE-RATED PLWD SHEATHING

3 5/8" STL STUDS @ 16" O.C
R-13 FIBERGLASS INSUL
VAPOR BARRIER
CEMENT PANEL

BUILT IN GUTTER 1'-0"

2" STONE VENEER
[STONE-1]

COMPACTED CLEAN
GRANULAR FILL

1'
-4

"

1'-0"

7'
-0

"

31 2" 5'-4"

10
'-6

"

4" CONC SLAB
SLOPE AWAY

4" CONC SLAB w/
6x6 W1.4xW1.4 WWF

REINFORCEMENT
VAPOR BARRIER

2" RIGID INSUL

3 5/8" STL STUDS @ 16" O.C.
CEMENT BD PANEL EA SIDE

3"

31 2"

CEMENT BD SOFFIT [CP-2]
(CAULK SEAMS)

2'-11"

8" CMU [CMU-1]
REINFORCED w/

#5 @ 32" O.C. VERT
SOLID GROUTED CELLS @

REINFORCED CELLS

2" CONT MTL VENT
STRIP w/SCREEN [P-2]

8"

CEMENT  BD PANEL [CP-2]
IN WINDOW FRAME CLIPS

FULLY ADHERED EPDM ROOF
1
2" SEPARATION BD

3
4" FIRE-RATED PLYWD ROOF SHEATHING

RIPPED FIRE-RATED 2x4 SLEEPERS@ 24" O.C
10" STRUCT STL 'C' ROOF RAFTERS @ 24" O.C

ANCHORED TO CMU WALL BEYOND

1'-6"

ROOF DRAIN. ROUTE DRAIN PIPE
INTERNAL & UNDER SLAB TO DRY
WELL - SEE PLUMBING PLAN

TOP OF CMU

WINDOW HEAD

TOP OF FOUNDATION

TOP OF  COPING
114'-6"

TOP OF FOUNDATION (BEYOND)
TOP OF SLAB
100'-0"[854.0']

100'-11 1/2"

110'-6 1/2"

107'-11 1/2"

TOP OF FOOTING
96'-10 1/2"

RAISED CONC SLAB
@ EQUIPMENT

2B
A501

ALUM FRAME [MTL-1]
FRP DOOR

FROSTED INSUL GLAZED
ALUM WDW UNIT [MTL-1]

FIBER CEMENT LAP SIDING
[FCS-1] w/ 6" EXPOSURE

DOW AIR/WATER BARRIER
(TAPE SEAMS)

101
MECHANICAL

8"

EXTEND RUBBER UP BEHIND
SIDING SET ON 1/4 FURRING

3'
-1

1 2"

10"

#5 @12" O.C. TOP & BOT#5 @18" O.C.
(LONGITUDINAL)

#5 @24" O.C. HOOKED
INTO FOOTING (TYP)

FIBER CEMENT LAP SIDING
[FCS-1] w/ 6" EXPOSURE
DOW AIR/WATER BARRIER
(TAPE SEAMS)

CEMENT BD PANEL [CP-2]

CEMENT BD SOFFIT [CP-2]
(CAULK SEAMS)

FIBER CEMENT LAP SIDING
[FCS-1] w/ 6" EXPOSURE
DOW AIR/WATER BARRIER
(TAPE SEAMS)

TOP OF PLATE
111'-9 1/4"

3'
-9

3
4"

10" STURCT STL 'C' RAFTERS
@ 24" O.C

6" RIGID INSULATION

SEALED CONC SLAB

11
2"

8"

TOP OF FTG
96'-2 1/2" 

TOP OF WALL
99'-2 1/2" 

1 2"
1'

-6
"

1 2"

ALUMN STOREFRONT W
INSULATED FROSTED GLAZING

1/2" FIRE-RATED PLWD SHEATHING
AIR/WATER BARRIER
CEMENT BD PANEL [CP-2]
1x2 COMP. BATTEN [P-2]

PREFIN MTL SILL
FLASHING [MTL-2]

8" CMU [CMU-1]
W/ANTI-GRAFFITI COATING

8" CMU BOND
BEAM W/(2) #5 REBAR

8" CMU 1/2 BLOCK

PREFIN MTL SILL
FLASHING [MTL-2]

CAULK ENTIRE FRAME (TYP)

VAPOR BARRIER
5/8" GWB TYPE X

CAULK ENTIRE FRAME (TYP)

6"STL 'C' CEILING JOIST
@ 24" O.C.

6" RIGID INSULATION

WINDOW HEAD R.O.
109'-6 1/2"

TOP OF CMU
107'-11 1/2"

1/4" SHIM UNDER FLASHING
1/4" WDW SHIM @ SILL

WINDOW DETAIL
1-1/2" = 1'-0"3

1/2" FIRE-RATED PLWD SHEATHING
AIR/WATER BARRIER
CEMENT BD PANEL [CP-2]

3 5/8" STL STUDS @ 16"O.C.
R-13 FIBERGLASS BATT INSUL

2x BLOCKING @ WDW

NOTE: FACE OF
SHEATHING ALIGNS
W/ FACE OF CMU
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BRASS

FLUSHOMETER TOUCHLESSK-10956

FROSTED INSUL GLAZED
ALUM WDW UNIT

FRESH AIR
SEE HVAC

CEMENT BD SOFFIT [CP-2]

3'-4"

2" CONT PREFIN MTL
[MTL-2] VENT STRIP
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2x2 STAINLESS STL
COL. BRACE

HOSE BIB BOX

DRINKING FOUNTAIN

BOND BEAM
w/(2)#5 REBAR

FROSTED INSUL GLAZED
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2" STONE VENEER
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PREFIN METAL FLASHING/
COUNTER FLASHING [MTL-2]

FIBER CEMENT LAP SIDING
[FCS-1] w/ 6" EXPOSURE
DOW AIR/WATER BARRIER
(TAPE SEAMS)
(2) 3/4" FIRE-RATED PLWD
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1/2" = 1'-0"3

BUILDING SECTION @ WOMENS
1/2" = 1'-0"4

2'
-3

"

TOP OF FOUNDATION
100'-3 1/2"

3'
-6

"

SOAP DISP

3'
-4

"

8"

1'-0"

6'
-8

"
10

 C
O

UR
SE

S

2'
-0

"

4" CONC SLAB w/
6x6 W1.4xW1.4 WWF
REINFORCEMENT
VAPOR BARRIER
2" RIGID INSUL

RO

TOP OF FOOTING
96'-10 1/2"

12" THICKENED SLAB (BEACH
SIDE ONLY) PROVIDE

BREAKER STONE BELOW
SAND AT THIS LOCATION

5
A501

BOND BEAM

102
TOILET

2B
A501 TYP

CEMENT BD PANEL [CP-1]
DOW AIR/WATER BARRIER
(TAPE SEAMS)
1/2" FIRE-RATED PLWD
SHEATHING(ALIGN FACE OF
SHEATHING WITH FACE OF CMU)

FIBER CEMENT LAP SIDING
[FCS-1] w/ 6" EXPOSURE

DOW AIR/WATER BARRIER
(TAPE SEAMS)

NOTES:
1. FOR SUBGRADE PREPARATION REFER TO THE GEOTECHINICAL REPORT PREPARED BY

CGC, INC.
2. ALLOWABLE SOIL BEARING CAPACITY = 1000 PSI.
3. SEE FINISH SCHEDULE ON SHEET T000 FOR COORESPONDING FINISH CODES "[CODE]".
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1/2" FIRE-RATED PLWD SHEATHING(ALIGN
SHEATHING WITH FACE OF CMU
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FIBER CEMENT LAP SIDING
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DOW AIR/WATER BARRIER
(TAPE SEAMS)
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SOFFIT [CP-1]
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3 5/8" STL STUDS @ 16" O.C

R-13 FIBERGLASS INSUL.

1/2" FIRE-RATED
SHEATHING (SLOPED)

3 5/8" STL STUDS @ 16" O.C
R-13 FIBERGLASS INSUL.
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TOP OF FOUNDATION
100'-11 1/2"
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6" STRIPPING PLIES  FEATHERED OVER
THE EDGE METAL, EACH EXTENDING
A MIN. OF 3" BEYOND THE METAL
AND THE UNDERLYING PLY.

2 ROWS OF 8" O.C.
HOT DIPPED
GALVANIZED
ROOFING NAILS,
STAGGERED.
1X NAILER

PRIMED LOW-RISE GRAVEL STOP
OR EDGE METAL SET OVER  THE
BASE / INTER-PLY IN A LAYER OF

PLASTIC ROOF CEMENT.

BASE / INTER-PLY INSTALLED OVER THE
INSULATION / COVER BOARD  OR ROOF
SUBSTRATE AND TURNED DOWN THE EDGE
1/4" BEYOND THE THICKNESS OF THE NAILER.

DOW HOUSE WRAP
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3
4" FIRE-RATED PLYWOOD
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6"
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INSTALL 4" LAYER OF PLASTIC CEMENT  AT THE OVERLAP.  EMBED NEXT LOW-RISE
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ROOF EDGE DETAIL
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CALCULATION SUMMARY

AREA NAME DIMENSIONS GRID / TYPE # PTS SPAC GROUP AVE MAX MIN MAX/MIN AVE/MIN

Area 210.63x146.88Ft Grid / H-H 1240 5.00 <+> 0.88 24.24 0.00 N/A N/A

Tenney Park Shelter (H2025) LUMINAIRE SCHEDULE

TYP SYMBOL DESCRIPTION LAMP LUMENS MOUNTING/BALLAST LLF QTY

XA

  21
(6) 6 Duris S8 LEDs with    1504  0.99

KENALL downlight

HADL6-FF-5FW-22L-40K8-W-CSS-G
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Madison, WI 53713

Phone: (608) 288-9260

email: hein@heinengrp.com

Project No. H2025

17 Applegate Court, Suite 200

222 WEST WASHINGTON AVE. SUITE 310
MADISON, WI 53703

PH: 608.268.1499
www.Destreearchitects.com
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