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THE R.O.W. IS THE SOLE JURISDICTION OF THE CITY OF
MADISON AND IS SUBJECT TO CHANGE AT ANY TIME PER
THE RECOMMENDATION OF TRAFFIC ENGINEERING AND
CITY ENGINEERING DEPARTMENT.

INSTALL EXTERNAL JOINTS SEALS IN CONFORMANCE
WITH SDD 5.7.2 (ALL SAN MH's)

INSTALL RIGID INTERNAL CHIMNEY SEALS IN CONFORMANCE
WITH SDD 5.7.17 (MH 3.0, 4.0, 7.5, 8.0, 9.0, & 10.0)

NOTE:

GROUNDWATER SHOWN AT LOCATIONS
ON PROFILES FROM NEAREST SOIL
BORING AS SHOWN IN GEOTECH REPORT.

ALL PIPE SHALL CONFORM TO ASTM D3034 SDR-26

A WATER SERVICE APPLICATION FORM AND FEES MUST BE
ACCEPTED BY MADISON WATER UTILITY PRIOR TO
CONNECTING TO THE EXISTING WATER SYSTEM. APPLICATION
MATERIALS AND ADDITIONAL INFORMATION IS AVAILABLE AT
HTTP://WWW.CITYOFMADISON.COM/WATER/PLUMBERS-CONTRACTORS.
ALL PROPOSED WATER DISTRIBUTION AND/OR SERVICE
PIPING LOCATED IN THE RIGHT-OF-WAY MUST COMPLY WITH
THE CITY OF MADISON STANDARD SPECIFICATIONS FOR
PUBLIC WORKS CONSTRUCTION. 0710-234-0211-9

3412 ALTA CT.
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