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2'-0"
"GRACE" ICE &

& WATER SHIELD

ROOF / CEILING SYSTEM:
- ASPHALT SHINGLES
- 15# ROOFING FELT
- 1/2" ROOF SHEATHING W/ METAL CLIPS @ JOINTS
- ROOF TRUSSES @ 24" O.C. W/ "SIMPSON" H2.5 TRUSS ANCHORS
AT  ALL TRUSS BEARING POINTS
- MIN. R-38 BLOWN FIBERGLASS INSULATION
- 6 MIL POLY VAPOR BARRIER
- 5/8"  GYPSUM BD.

- "GRACE" ICE & WATER SHIELD TYP. ALL
ROOF EAVES AND VALLEYS - INSTALL FROM
EDGE OF ROOF TO AT LEAST 24" IN FROM
INSIDE FACE OF WALL - PROVIDE
ADDITIONAL COVERAGE AT VALLEYS

TYPICAL FASCIA SYSTEM:
- ALUMINUM DRIP EDGE
- SEAMLESS ALUMINUM GUTTER
- ALUMINUM WRAPPED 2x8 FASCIA
- VENTED ALUMINUM SOFFIT

- EXTEND WALL SHEATHING TO
UNDERSIDE OF TRUSS TOP
CHORD  (TYP.)

TYPICAL WINDOW:
- WEATHERSHIELD VISIONS 3000 OR EQUAL
- INSTALL PER MANUFACTURERS SPECIFICATIONS & TYVEK
DETAILS THIS SHEET
- COMPOSITE WINDOW TRIM

EXTERIOR WALL SYSTEM:
- VINYL SIDING
- 1/2" O.S.B. SHEATHING  W/ "TYVEK" BLDG. WRAP
- FASTEN W/ 10d NAILS @ 4" O.C. AT EDGES    AND
12" O.C. AT INTERMEDIATE STUDS)
- 2x6 STUDS @ 16" O.C.
- R21 F.G. BATT INSUL.
- 6 MIL POLY VAPOR BARRIER
- 1/2" GYPSUM WALL BOARD

TYPICAL FLOOR SYSTEM:
- 3/4" T&G SHEATHING  (GLUED AND NAILED)
- 9 1/2" WOOD I JOISTS - GRADE & SPACING AS REQUIRED TO OBTAIN
L/480 TOTAL LOAD MAX. DEFLECTION
(FOLLOW MANUFACTURERS INSTALLATION DETAILS &
RECOMMENDATIONS)
- 1/2" GYP. BD. (AT FINISHED AREAS)

HOLD GRADE DOWN 6" MIN.
FROM TOP OF FOUNDATION
WALL & SLOPE AWAY FROM
BUILDING 1/4" : 1' MINIMUM

TYPICAL FOUNDATION  SYSTEM:
- C.I.P CONCRETE WALL & FOOTING
- R10 FOUNDATION DAMPPROOFING
AND INSULATION SYSTEM
- BACKFILL W/ GRANULAR FILL

TYPICAL BASEMENT SLAB:
- 3" CONCRETE SLAB REINFORCED WITH FIBER MESH
- 6 MIL VAPOR BARRIER
- 6" COMPACTED GRANULAR FILL

DRAIN TILE SYSTEM:
- 4" PERFORATED DRAIN TILE W/ FILTER
  ENTIRE PERIMETER INSIDE & OUT.
- BLEEDERS @ 6' O.C.
- CONNECT TO SUMP

AT MASONRY VENEER:
- BRICK W/ SLIP TYPE ANCHORS @ 16" O.C.
- WEEP HOLES & CELL VENTS @ 24" O.C.
- THROUGH-WALL FLASHING WITH END DAMS AT
OPENINGS

TYPICAL BASEMENT FURRED WALL:
- 2X WALL FRAMING
- TREATED BOTTOM PLATE
- 2" RIGID INSUL. FIT BETWEEN STUDS
USE NO BATT INSULATION / VAPOR BARRIER
IN WALLS BELOW GRADE

TRUSS BAFFLE VENTS
EVERY OTHER TRUSS

R21 KRAFT-FACED F.G. BOX SILL INSULATION

1/2" - 1'-0"

A
A-3.1

GENERAL WALL SECTION

ATTIC VENTILATION:   (NOT SHOWN)
RIDGE/CAN VENTS TO OBTAIN NET FREE AREA
EQUAL TO 1/600 OF ATTIC AREA MINIMUM
SOFFIT VENTILATION WITH NET FREE AREA = TO
1/600 OF ATTIC AREA

ALUMINUM WRAPPED 2X4 FRIEZE

TRAY CEILING
(WHERE SHOWN)

2X4

2'-0"

1'-0"

6 MIL. VAPOR BARRIER HEATED SIDE

2X6's @ 16" o.c.

R-19 F.G. BATT INSUL.

1/2" GYP. BD. EACH SIDE

1" - 1'-0"

2
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GARAGE SEPARATION WALL

1" - 1'-0"

3
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TYPICAL RAKE

SHEATHING

6"
M

IN
.

MECHANICAL FASTENER

DUPONT FLEXWRAP OR
EQUIVALENT.  CUT MIN. 12"
WIDER THAN OPENING

FOLD BUILDING WRAP INTO
OPENING PRIOR TO
INSTALLING FLEXWRAP OR
WINDOW

CUT FLAP ABOVE OPENING
PRIOR TO INSTALLATION OF
WINDOW

FLEXWRAP OR EQUIVALENT @
JAMBS.  EXTEND MIN. 1" ABOVE
TOP FLANGE

FOLD BUILDING WRAP OVER
HEAD FLASHING.  TAPE OVER
ALL CUTS.

BOTTOM FLANGE INSTALLED OVER
FLEXWRAP

FLEXWRAP OR EQUIVALENT HEAD
FLASHING.  EXTEND BEYOND
JAMB FLASHING.

5
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WINDOW FLASHING DETAIL

4
A-3.1

OPENING PREP. DETAIL

1" - 1'-0"

1
A-3.1

PARTY WALL DETAIL

2X4 LOOK-OUTS 32" O.C. MAX.

METAL DRIP

ALUMINUM WRAPPED
2X8 FASCIA

VENTED ALUMINUM SOFFIT

SIMPSON AB66 STANDOFF POST BASE

PAINTED 1x6 COMPOSITE TRIM -
HOLD MINIMUM CLEARANCE ABOVE
CONCRETE & CAULK JOINT

PAINTED 1x4 COMPOSITE TRIM

PAINTED 5/4" COMPOSITE TRIM

TREATED 6x6 STRUCTURAL POST
BLOCKED OUT TO 7"X7" W/TREATED 2X

SIMPSON "ACE" POST CAP

1" = 1'-0"

COLUMN DETAIL6
A-3.1

7
A-3.1

PRECAST CAP @ BRICK VENEER
1" - 1'-0"

METAL FLASHING OVER PRECAST -
PITCH AWAY FROM BUILDING 1/4" MIN.

PRECAST SILL W/ BEVELED EDGE

1X8 COMPOSITE BAND
OVER TREATED 1X8
-NO COMPOSITE BAND AT SIM

MASONRY VENEER

METAL FLASHING

"CELL VENTS" @ HEAD JOINTS
BELOW SILL - 24" O.C. MAX

METAL FLASHING NOTE: AT ALL METAL
FLASHING CUT BUILDING WRAP AND
LAP OVER TOP OF FLASHING.  SEAL W/
TAPE APPROVED BY WRAP MANUFACTURER

ROOF BEAM

1X10 COMPOSITE TRIM

PAINTED 1x4 COMPOSITE TRIM

2X FRAMING

ALUMINUM WRAPPED
1X4

ALUMINUM WRAPPED
2X4 FRIEZE

DROP GABLE FOR LOOK-OUTS

C.I.P. CONCRETE WALL

1 1/4" TIMBER-STRAND RIM ON
TREATED SILL PLATES

5
8" GYPSUM CEILING (OPTIONAL)

1" AIR SPACE

(1) LAYER 1
2" GYP. BD. EACH SIDE OF WALL

FIBERGLASS SOUND BATTS IN
WALL CAVITY

2X4's @ 16" O.C.

ATTIC SEPARATION:
(1) LAYER 5/8" TYPE X GYP. BD. ONE SIDE
-OR-
1/2" GYP. BD. BOTH SIDES
ENTIRE TRUSS FROM EAVE TO EAVE
- ALIGN TRUSS W/ PARTY WALL

1/2" ANCHOR BOLTS @

72" O.C.

8"

DRYWALL @ PARTY WALL INSTALLED
BEHIND ALL TUB/SHOWER MODULES,
SOFFITS, ETC.

PARTY WALL:

FIREBLOCK GAP BETWEEN PLATES AT TOP

OF WALL W/ MINERAL WOOL OR SOLID

DIMENSIONAL 2X LUMBER
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GIRDER TRUSS
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A

10' CEILING 10' CEILING

TREATED 2X10's
@ 16" O.C.

2X10's @
16" O.C.
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Schematic Framing Plan

FIRST FLOOR FRAMING SCHEMATIC

NOTE:  FRAMING LAYOUT SHOWN IS SCHEMATIC &

INTENDED TO SHOW DESIGN INTENT ONLY.

SIZING OF STRUCTURAL MEMBERS BY SUPPLIER / OTHERS.

COMPLY WITH WISCONSIN UNIFORM DWELLING CODE.

ROOF PLAN
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